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EQUIPMENT CONDUCTOR SCHEDULE
TAG DESCRIPTION VOLTS | PHASE LOAD MOCP CONDUCTORS | NEUTRAL | GROUND | CONDUIT PLUG DISCONNECT TYPE
KILN 1 LL KILNS 208 1 48 A 2P-60 2 6 AWG 6 AWG 10 AWG 3/4" -—- 60A NEMA 1
KILN 2 SKUTT KILN 208 1 48 A 2P-60 2 6 AWG 6 AWG 10 AWG 3/4" --- 60A NEMA 1
- RANGE 208 1 8000 W 2P-50 2 8 AWG - 10 AWG 3/4" NEMA 6-50 -
D DRYER 208 1 4500 W 2P-30 2 10 AWG - 10 AWG 3/4" NEMA 6-30 -
w WASHER 120 1 1200 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" NEMA 5-20 -
DW DISH WASHER 120 1 1200 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" NEMA 5-20 -—-
R REFRIGERATOR 120 1 1200 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" NEMA 5-20 -
- SOUND BOOTH 120 1 1200 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" - -
HWP-3 HEATING WATER PUMPS 460 3 1.5HP 3P-20 3 12 AWG -—- 12 AWG 3/4" -—- VFD
HWP-4 HEATING WATER PUMPS 460 3 1.5HP 3P-20 3 12 AWG -—- 12 AWG 3/4" -—- VFD
CWP-3 COLD WATER PUMP 460 3 3 HP 3P-20 3 12 AWG - 12 AWG 3/4" - VFD
CWP-4 COLD WATER PUMP 460 3 3 HP 3P-20 3 12 AWG --- 12 AWG 3/4" - VED
r PP-1 POOL RECIRC. PUMP 208 3 2 HP 3P-15 3 12 AWG -—- 12 AWG 3/4" -—- 30A NEMA 1
°o amm PP-2 POOL JET PUMP 208 3 3 HP 3P-20 3 12 AWG - 12 AWG 3/4" - 30A NEMA 1 °
P-3 POOL MECHANICAL PUMP 208 3 1 HP 3P-20 3 12 AWG --- 12 AWG 3/4" --- 30A NEMA 1
' P-4 POOL MECHANICAL PUMP 120 1 0.125 HP 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" -—- 30A NEMA 1 '>
o P-5 POOL RADIANT FLOOR 120 1 0.125 HP 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" - 30A NEMA 1 (]
' DHU-1 POOL AHU 460 3 54 MCA 3P-60 3 6 AWG - 10 AWG 11/4" - 60A NEMA 1 '»
-—- UV CONTROL PANEL 120 1 -—- 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" -—- 30A NEMA 1
. - CHEMICAL CONTROLLER 120 1 - 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" - 30A NEMA 1 .
L UH-1 UNIT HEATER 120 1 1.6 A 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" - 30A NEMA 1
( aoo0a V. Ve EF-1 EXHAUST FAN (ON ROOF) 115 1 1/2 HP 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 3R
oon EF-2 EXHAUST FAN (ON ROOF) 115 1 1/30 HP 1P-20 1 | 12AWG | 12AWG | 12 AWG 3/4" 30A NEMA 3R
Ea EF-3 EXHAUST FAN (ON ROOF) 115 1 1/40 HP 1P-20 1 | 12AWG | 12AWG | 12 AWG 3/4" 30A NEMA 3R
jQQA EF-4 EXHAUST FAN 115 1 83 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" -—- 30A NEMA 1
EF-5 EXHAUST FAN 115 1 83w 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" -—- 30A NEMA 1
EXISTING EXISTI‘IglgG ' EXISTIING ' 69-FCU-1 FAN COIL UNIT 277 1 100 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
PANEL 169 OOAM O BNt 69-FCU-8 FAN COIL UNIT 277 1 90 W 1P20 | 1 | 12AWG | 12AWG | 12AWG 3/4" 30A NEMA 1
120/208V 3ﬁH - - 120/228V 3PH - 12.0/208V 3PH 69-FCU-12 FAN COIL UNIT 277 1 40W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" -—- 30A NEMA 1
' 69-FCU-22 FAN COIL UNIT 277 1 37W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" - 30A NEMA 1
o 69-FCU-29 FAN COIL UNIT 277 1 40 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
' { - ° 69-FCU-34 FAN COIL UNIT 277 1 40W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" -—- 30A NEMA 1
400 ) ‘ DEMOLISH F 69-FCU-35 FAN COIL UNIT 277 1 37W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" - 30A NEMA 1
(, 400A Ti)g\ﬁlgFNgRll\jélg 'IFG\S/S')AE L ‘ / ® 69-FCU-37 FAN COIL UNIT 277 1 40 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
430V PRIM. 120/208V ' N | * . 69-FCU-47 FAN COIL UNIT 277 1 83 W 1P-20 1 | 12AWG | 12AWG | 12 AWG 3/4" 30A NEMA 1
SEC. o +— — ' 69-FCU-48 FAN COIL UNIT 277 1 36 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" - 30A NEMA 1
—4& EXISTING PANEL 69-FCU-51 FAN COIL UNIT 277 1 40 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" - 30A NEMA 1
h Ld “ '69H' 400A MCB o 69-FCU-52 FAN COIL UNIT 277 1 24 W 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" --- 30A NEMA 1
STy EXISTING 112.5 KVA 120/208V 3PH TO 69-FCU-53 FAN COIL UNIT 277 1 64 W 1P-20 | 1 | 12AWG | 12AWG | 12 AWG 3/4" 30A NEMA 1
PANEL '69A' TRANSFORMER T69A 1 J ® BE RELOCATED - - -
Jooamcs 480V PRIM. 120/208V L . = o e ° e o 69-FCU-54 FAN COIL UNIT 277 1 24 W P20 | 1 | 12AWG | 12AWG | 12AWG 3/4" 30A NEMA 1
SEC Dl 69-FCU-57 FAN COIL UNIT 277 1 64 W P20 | 1 | 12AWG | 12AWG | 12AWG 3/4" 30A NEMA 1
69-FCU-64 FAN COIL UNIT 277 1 83w 1P-20 1 12 AWG 12 AWG 12 AWG 3/4" -—- 30A NEMA 1
EXISTING 112.5 KVA
I TRANSFORMER T69H
w00 ) 480V PRél\é.Cl.ZOIZOSV 2008 ) 2250 )
1 EXISTING
— o EXISTING
Piﬁ'gz I'glgc EXISTING 112.5 KVA - FﬁfgsEio%?J PANEL '69J'
400A MLO TRANSFORMER T69C 120/208Y 3PH 225A MCB
120/208V 3PH 480V PRé'\é-ClZO/ZOSV 277/480V 3PH
225A )
|
EXISTING 112.5 KVA
TRANSFORMER T69l \V \V
480V PRél\é.Cl.ZO/208V 1008 KEY NOTE
EXISTING
PANEL '69B' EXISTING 75 KVA
225A MCB TRANSFORMER T69B ZL @ REPLACE EXISTING 400A FUSES WITH NEW 225A FUSES.
120/208V 3PH 480V PRIM. 120/208V SEC.
1 EXISTING p?,(\:gl-’;& @ INSTALL 2-1/2" EMT WITH 4-4/0 AWG AND 1-4 AWG EG TO NEW PANEL '69H'
— PANEL ‘69K 100A MLO LOCATION IN POOL MECHANICAL ROOM 1-606.
48%92¢7'§/'/'§%H 480/277V 3PH
_— I @ ONLY USE ONE SECTION OF EXISTING PANEL '69H' FOR POOL EQUIPMENT
EXISTING 75 KVA
TRANSFORMER T69D
480V PRIM. 120/208V SEC. s00n )
EXISTING WALL HUNG
PANEL ‘69D’ )
225A MCB
120/208V 3PH EXISTING 150 KVA EXISTING
TRANSFORMER T-EA, 400A
I 480V PRIM 120/208V ECB
L U U SEC, EXISTING PANEL
- 'EA-N-S' MCB
400A 120/208V 3PH
FROM O
EMERGENCY L wow
POWER IN ) EXISTING EXISTING AC-1 SE: S(: EE: l
BUILDING 100 ATS-2, & & & - EXISTING
100A 400A ATS-1
120/208V
E N
100A / N E 400A ) \V4 \V4
L lQ(lA
EXISTING 500 KVA 400A | 225A | 100A | 225A |60A |100A |100A | 225A |225A |225A | 225A |225A | 225A |400A | 225A | 225A L 4(1100A
13.8KV/4.16KV ) ) ) o) ) ) ) ) ) ) ) ) ) ) ) EXISTING 150 KVA e EXISTING 150 KVA
4T8F‘QZN7;‘F/ (;JFI,'V%I'ETJ TRANSFORMER TRANSFORMER
EXISTING T oty st EXISTING 400A, EXISTING EXISTING T bz SEe
PANEL '69EB"' ) 250V FUSED EXISTING PANEL PANEL '69EA" GENERATOR '
MCB 100A a0on DISCONNECT '632523"8(\3/53‘;?4% 100A MLO PANEL 100A MLO FROM
277/480V 3PH EMERGENCY
120/208V 3PH 120/208V 3PH —8
1 POWER IN
BUILDING 100
» 5] ]
EXISTING 800A = =
SWITCHBOARD 69
'MDP' 277/480V
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